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must be driven by a means independent 
of the auxiliary propulsion plant. A 
generator that is not independent of 
the auxiliary propulsion plant must 
meet the requirements of § 111.10–4(c) of 
this chapter. 

(b) Each generator and motor must 
be in a location that is accessible, ade-
quately ventilated, and as dry as prac-
ticable. 

(c) Each generator and motor must 
be mounted as high as practicable 
above the bilges to avoid damage by 
splash and to avoid contact with low 
lying vapors. 

(d) Each generator must be protected 
from overcurrent by a circuit breaker, 
fuse or an overcurrent relay. 

§ 169.667 Switchboards. 
(a) Each switchboard must be in as 

dry a location as practicable, acces-
sible, protected from inadvertent 
entry, and adequately ventilated. All 
uninsulated current carrying parts 
must be mounted on nonabsorbent, 
noncombustible, high dielectric insu-
lating material. 

(b) Each switchboard must be— 
(1) Totally enclosed; and 
(2) Of the dead front type. 
(c) Each ungrounded conductor of a 

circuit must have at the point of at-
tachment to the power source either— 

(1) A Circuit breaker; or 
(2) A switch and fuse. 
(d) Each switch other than one 

mounted on a switchboard must be of 
the enclosed type. 

[CGD 83–005, 51 FR 896, Jan. 9, 1986, as amend-
ed by USCG–2014–0688, 79 FR 58287, Sept. 29, 
2014] 

§ 169.668 Batteries. 
(a) Each battery must be in a loca-

tion that allows the gas generated in 
charging to be easily dissipated by nat-
ural or induced ventilation. 

(b) Except as provided in paragraph 
(c) of this section, a battery must not 
be located in the same compartment 
with a gasoline tank or gasoline en-
gine. 

(c) If compliance with paragraph (b) 
of this section is not practicable, the 
battery must be effectively screened by 
a cage or similar structure to minimize 
the danger of accidental spark through 

dropping a metal object across the ter-
minals. 

(d) Each battery must be located as 
high above the bilges as practicable 
and secured against shifting with mo-
tion of the vessel. Each battery and 
battery connection must be accessible 
so as to permit removal. 

(e) All connections must be made to 
battery terminals with permanent type 
connectors. Spring clips or other tem-
porary type clamps may not be used. 

(f) Each battery must be located in a 
tray of lead or other suitable material 
resistant to deteriorating action by the 
electrolyte. 

(g) Each battery charger intended for 
connection to a commercial supply 
voltage must employ a transformer of 
the isolating type. An ammeter that is 
readily visible must be included in the 
battery charger circuit. 

(h) A voltage dropping resistor, pro-
vided for charging a battery, must be 
mounted in a ventilated noncombus-
tible enclosure that prevents hazardous 
temperatures at adjacent combustible 
materials. 

(i) The main supply conductor from 
the battery must have an emergency 
switch, located as close as practicable 
to the battery, that opens all 
ungrounded conductors. 

(j) If a storage battery is not in the 
same compartment and adjacent to the 
panel or box that distributes power to 
the various lighting, motor and appli-
ance branch circuits, the storage bat-
tery lead must be fused at the battery. 

§ 169.669 Radiotelephone equipment. 
A separate circuit from the switch-

board must be provided for each radio-
telephone installation. 

§ 169.670 Circuit breakers. 
Each circuit breaker must be of the 

manually reset type designed for— 
(a) Inverse time delay; 
(b) Instantaneous short circuit pro-

tection; and 
(c) Repeated opening of the circuit 

without damage to the circuit breaker. 

§ 169.671 Accessories. 
Each light, receptacle and switch ex-

posed to the weather must be water-
tight and must be constructed of corro-
sion-resistant material. 
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